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NOTES:

b. 

a. 

Hardware for fastening of mounting boards:

Dimensions are nominal.

2. 
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CONCRETE PAD

FOUNDATION AND PAD DETAILS
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ANCHOR BOLT, 4 Typ

No. 10 x ƒ" wood screws (9 required).

and backboard C to hinged metal bracket with

Fasten hinged metal bracket to backboard B

steel carriage bolts (8 required).

demarcation cabinet with ‰" Ø x ƒ" stainless

Fasten backboard A and backboard B to telephone

DETAIL E

(TELEPHONE DEMARCATION CABINET, TYPE C)

1'-6"

4
•

"

1
'
-
ƒ

"

1
'
-
6
"

2
…

"

2
"

9" 9"

6" 2" 4"

8ƒ" 4"

1…"

1‚"

1'-0"

1
'
-
8
"

2
"

ƒ
"

3
"

4
"

3'-0"

1'-
10"

3
'
-
0
"

1'-0"

8"

2" 1'-0"

16•
"

1
'
-
4
"

1'-
10"

RSP ES-3G)

STANDARD PLAN

(SEE REVISED

BACKBOARD A

RSP ES-3G)

STANDARD PLAN

REVISED

BRACKET (SEE

HINGED METAL

RSP ES-3G)

STANDARD PLAN

(SEE REVISED

BACKBOARD B

RSP ES-3G)

STANDARD PLAN

(SEE REVISED

BACKBOARD C

RSP ES-3G)

STANDARD PLAN

(SEE REVISED

BOTTOM PLATE

RSP ES-3G)

STANDARD PLAN

(SEE REVISED

CABINET BASE


